EQ7000EDH485 with IGS Demo version using AB Ethernet driver.
In this example we are reading 10 words from integer file 7 starting at wordO

Also reading 5 words from floating file F8 starting at word 0.

<* |Industrial Gateway OPC Server - [C:\Program

strial Gateway Server\projectsisimdemo.opf]

File Edt WYew Users Tools Help

= = & X &e
Tag Manme | Address Data Type Scan Rate ‘ Scaling Description

+ g7 Channel_t

+-GaP Channel_2

+-g7 Channel_3

+-GP Channel_4

< >

Date Time: ‘ User Name ‘ Source | Ewent

034'13,!2013 12:14:29 PM Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

034’1312013 12:14:44 PM Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Starked

034’1312013 1Z:14:44 PM Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Starked

03;‘1312013 12:14:146 PM Default User Industrial Gateway OPC Server Opening project Ct\Program Files|Industrial Gateway Server|projectsisimdern...
034’1312013 12:14:46 PM Default User Industrial Gateway OPC Server Simulatar device driver loaded successfully.

034’1312013 12:14:46 PM Default User Industrial Gateway OPC Server Starting Simulator device driver,

034’1312013 12:14:46 PM Default User Simulator Simulator Device Driver ¥4,33.96 - U

03,;‘1312013 12:17:55 PM Default User Industrial Gateway OPC Server Allen-Bradley Ethernet device driver loaded successfully,

034’1312013 12:17:56 PM Default User Industrial Gateway OPC Server ControlLagix Ethernet device driver loaded successfully,

034’1312013 12:17:56 PM Default User Industrial Gateway OPC Server DF1 device driver loaded successfully,

€ 3/13/2013 12:20:55 PM Default Lser Tndustrial Gateway OPC Server Starting Allen-Bradley Ethernst device driver,

371302013 12:20:55 PM Default User Allen-Bradley Ethernet Allen-Bradiey Ethernet Device Driver W4.50.66 - LI

034'1312013 12:23:51 PM Default User Industrial Gateway OPC Server Dema timer started. (2 hours, O minutes, O seconds remaining. )

@34'1312013 12:3:01 PM Default User Allen-Bradley Ethernet Device 'Channel7000.Devicel’ is not responding.

€ 313/2013 12:36:15 PM Default Lser Tndustrial Gateway OPC Server Stopping Simulator device driver,

311302013 12:36:15 PM Default User Industrial Gateway OPC Server Stopping Allen-Bradley Ethernet device driver.

034'1312013 12:36:15PM Default User Industrial Gateway OPC Server Clasing project C:\Program FilesiIndustrial Gateway Server\projectsisimdenna. .,
034’1312013 12:58:52 PM Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Starked

€ 3/13/2013 12:58:52 PM Default Lser Tndustrial Gateway OPC Server Opening project C:\Program Files\Industrial Gateway Server|projectsisimdem. .,
31302013 12:58:52 PM Default User Industrial Gateway OPC Server Simulatar device driver loaded successfully.

034'1312013 12:58:52 PM Default User Industrial Gateway OPC Server Starting Simulator device driver.

034’1312013 12:58:52 PM Default User Simulator Simulator Device Driver Y4, 33,96 - U

< >
Ready Clisnts; 0 Active tags: 0of O

=% Industrial Gateway OPC Server. - [C:\Program FilesMndustrial Gateway Server\projectsisimdemo.opf]

File M8 Wiew Users Tools Help

D &®
B TagHame | Address Data Type Sran Rate Scaling Description

=X

#l

=l &

=l &

Alias Map...
£

| Date 3 User Name Source Event -~
0 3 - Default User Industrial Gateway OPC Server Starting Simulator device driver.

0 B R TS R E R - AR L Default User Simulatar Simulator Device Driver Y¥4,33.96 - U

0 3113f2013 12:17:58 PM Default User Industrial Gateway OPC Server Allen-Bradiey Ethernet device driver loaded successfully.

0 3M13f2013 12:17:58 PM Default User Industrial Gateway OPC Server ControlLogix Ethernet device driver loaded successfully.

31302013 12:17:58 PM Default User Industrial Gateway OPC Server DF1 device driver loaded successfully.

31302013 12:20:55 PM Default Liser Industrial Gateway OPC Server Starting Allen-Bradley Ethernet device driver.

o 313(2013 12:20:55 PM Default User Allen-Bradley Ethernet Allen-Bradley Ethernet Device Driver ¥4.50.66 - L

03,#13;’2013 12:23:51 PM Default User Industrial Gateway OPC Server Demo timer started, {2 hours, 0 minutes, O seconds remaining.)

(D 31302013 12:34:01 PM Defaul: User Allen-Bradley Ethernet Device 'Channel?000, Devicel' is not responding,

0 31302013 12:36:15 PM Default User Industrial Gateway OPC Server Stopping Simulator device driver,

0 3M13/2013 12:36:15 PM Default User Industrial Gateway OPC Server Stopping Allen-Bradley Ethernet device driver,

0 3/13/2013 12:36:15 PM Default User Industrial Gateway OPC Server Closing project C:\Program Files\Industrisl Gateway Server\projects\simdenn
0 3/13/2013 12:58:52 PM Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

0 3/13/2013 12:58:52 PM Default User Industrial Gateway OPC Server Opening project C:\Pragram FilesiIndustrial Gateway Server\prajectstsimder
0 3/13/2013 12:58:52 PM Default User Industrial Gateway OPC Server Simulatar device driver loaded successfully.

0 3/13/2013 Default User Industrial Gateway OPC Server Starting Simulatar device driver.

ﬂ 313/2013 Default User Simulatar Simulator Device Driver Y¥4,33.96 - U

0 313f2013 Default User Industrial Gateway OPC Server Stopping Simulator device driver.

0 3M13f2013 Default User Industrial Gateway OPC Server Closing project C:iProgram FilesiIndustrial Gateway Server|projectstsimdem
0 311372013 Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

31302013 Default Lser Industrial Gateway OPC Server COpening project C:\Program Files\Industrial Gateway Server|projects|simder
0 31302013 Default User Industrial Gateway OPC Server Simulator device driver loaded successfully,

0 31302013 Default User Industrial Gateway OFC Server Starting Simulator device driver,

0 31302013 1:09:08 PM Default User Simulator Simulator Device Driver '¥4,33.96 - U v
< | >

Create & new communications channel,

Clients: 0 |Active tags: 0of O




Mew Channel - Device Driver

?éelect thie device driver you want ko azzign to T
{the: channel,

|The drop-dawn list below containg the names of
\all the drivers that are inztalled on your spstem,

Device driver:
Allen-Bradley Ethernet _:]

Aller-Bradley Ethernet
ControlLogix Ethernet
CF1

Sirnulator

¢ Back | Femt > | Cancel Help ]

New Channel - Device Driver

Select the device driver you want to assign to
the: charnel.

[The drop-down list below containg the names of
|all the drivers that are installed on vaur spstem.

Device driver:
l.ﬁ.llen-Eradle_l,l Ethernet _:_]

¢ Back l Mest » | Cancel Help




hannel - Metwork Interface

Thiz channel iz configured to communicate over
|a netwark. 'f'ou can select the nebwork adapter
{that the driver should use from the list below.

:Select 'Drefault if pou want the operating system
o chaose the netwark. adapter for pou,

Metwork Adapter:

¢ Back l Mewt = | Cancel Help

annel - Write Optimizations

“You can control how the server processes wites on
thiz channel. Set the optimization method and
fwirite-to-read duty cycle below,

éNu:ute: Wiriting anly the latest value can affect batch
|proceszing or the equivalent,

— Optimization kMethod
 wihite all values for all tags

™ Wwirite only latest value for non-boolean tags

~ Dty Cocle -

Perfarm |10 I wiites for every 1 read

¢ Back l Mewut = | Cancel Help




If the following infarmation iz corect click 'Finizh' to
zave the zettings for the new channel,

Default

Mame: Channel 7000
Device Driver: Allen-Bradley Ethernet
Diagnostics; Enabled

Metwork Adapter:

write O ptimization:
Wfrite only latest value for all tags
10 writez per read

Cancel Help

File Edit Yiew Users Tools Help

0wl @il w4 B R K| Ee

+-4a# Channel_0_User_Defined Tag Name ] Address ] Data Type ] Scan Rate ] Scaling ] Desctiption

E f? Channel_1

+ 537 Channel_2

E f? Channel_3

+ @ Channel_4

=] annEITDDl]

i Click to add a dewvice.
)

Date ‘ Time ] User Mame: | Source J Event ]
0 3/13/2013 12:17:56 PM Default User Industrial Gateway OPC Server ContralLogix Ethernet device driver loaded successfully,

0 313/2013 12:17:56 PM Default User Industrial Gateway OPC Server DF1 device driver loaded successfully,

0 3/13/2013 12:20:55 PM Defaulk User Industrial Gateway OPC Server Starting Allen-Bradley Ethernet device driver,

0 3/13/2013 12:20:55 PM Default User Aller-Bradley Ethernet Aller-Bradley Ethernet Device Driver ¥4.50.66 - U

03]13;‘2013 12:23:51 PM Default User Industrial Gateway OPC Server Demo timer started. (2 hours, O minutes, 0 seconds remaining.)

(:D 313/2013 12:34:01 PM Default User Allen-Bradley Ethernet Device 'Channel7000.Devicel' is not responding.

0 3/13/2013 12136115 PM Ceefault User Industrial Gateway OPC Server Stopping Simulator device driver,

0 3/13/2013 12:36:15 PM Default User Industrial Gateway OPC Server Stopping Allen-Bradley Ethernet device driver,

0 313/2013 12:36:15 PM Default User Industrial Gateway OPC Server Closing project C:iProgram FilesiIndustrial Gateway Server\projectsisimdem
0 31302013 12:58:52 PM Deefaulk User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

0 3/13/2013 12:58:52 PM Default User Industrial Gateway OPC Server Opening praject C:\Pragram FilesiIndustrial Gateway Serverprajectsisimder
o 3/13/2013 12:58:52 PM Default User Industrial Gateway OPC Server Simulator device driver loaded successfully.

0 313/2013 12:58:52 PM Default User Industrial Gateway OPC Server Starting Simulator device driver.,

0 3/13/2013 12:58:52 PM Deefault User Simulator Simulator Device Driver ¥4,33.96 - U

0 3/13/2013 1:08:47 PM Default User Industrial Gateway OPC Server Stopping Simulator device driver.

0 313/2013 1:08:47 PM Default User Industrial Gateway OPC Server Clasing project C:iProgram FilesiIndustrial Gateway Server\projectsisimdem
0 31302013 1:09:08 PM Defaulk User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

0 3/13/2013 1:09:08 PM Default User Industrial Gateway OPC Server Opening praject C:\Pragram FilesiIndustrial Gateway Serverprajectsisimder
0 3/13/2013 1:09:08 PM Default User Industrial Gateway OPC Server Simulatar device driver loaded successfully.

0 313/2013 1:09:08 PM Default User Industrial Gateway OPC Server Starting Simulator device driver.

0 3/13/2013 1:09:08 PM Defaulk User Simulator Simulator Device Driver ¥4,33.96 - U

0 3/13/2013 1:11:06 PM Default User Industrial Gateway OPC Server Allen-Bradley Ethernet device driver loaded successfully,

0 313/2013 1:11:06 PM Default User Industrial Gateway OPC Server ControlLogix Ethernet device driver loaded successfully,

0 3/13/2013 1:11:06 PM Defaulk User Industrial Gateway OPC Server DF1 device driver loaded successfully, ~
< | &
Ready Cliznts: 0 |active tags: 0of O




New Device - Mame

'f-‘-. device name can be fram 1 to 256 characters
(i length.

[Hames can not contain periods, double
\quotations ar start with an underzcare.

Device name:

¢ Back I Mewt = | Cancel ] Help

Mew Device - Model [X|

ﬁ'he device you are defining uses a device
driver that supports more than one model. The
izt below shows all supported maodels.

ESelect a model that best describes the device
vy are defining.

[Device model;

|5LE 5/05 Open |

SLEEAE Open.

PLC-5 Family

¢ Back I Mest » | Cancel Help




New Device - ID X

ﬁ'he device you are defining may be multidropped as {
|part of a network of devices. |n arder to communicate
lwith the device, it must be azzigned a unique (D,

[

"rour documentation for the device may refer to this asz
ja "MNetwark |0 or "Network, Address."

Device |D:

]192.158.2.1551

< Back I Mewt = | Cancel Help ]

MNew Device - Tim

The device waou are defining has communications bming
|pararneters that pou can configure.

Connect timeout:  |E zeconds

b,

Bequest imeout; 1000 =~ miliseconds

'

Fail after |3 succeszive hmeouts

millizeconds

L._ i

Inter-request delay; |0

¢ Back I Mest » | Cancel | Help




MNew Device - Auto-Demotion

"ou can demate a device for a zpecific period upon
[communications failures. During thiz ime na read request
[[wiritez if applicable) will be sent to the device. Demoting a
[failed device will prevent stalling communications with ather
|devices on the channel,

[ Enable auto device demotion on communication falues

Demote after |3 E succesaive falures

< Back I Mewt = | Cancel Help ]

MNew Device - Communications Parameters

Set the TCP/IP port number the device is
iconfigured to uze. The default port is 2222,

|Select the ethermet protocal used by the device.
:Set the request zize in bytez.  This determines

ithe: mawimum number of bytes the driver can
Irequest in a tranzaction,

Fart Mumber: im

Protocal;

Request Size:  |512 = | Butes

¢ Back I Mest » | Cancel 1 Help




Mew Device - Protocol Parameters

[Far DFT gateway applications, specify the node
|address of the destination device in question
i[e.g. DH+ or DH-485 node] .

[Far nan-DF1 gateway applications, enter 0
i[DefauIt].

Destination Mode Addressz [DST]: iEIZ'I

< Back I Mewt = | Cancel Help |

Mew Device - Slot Configuration

Slot | Module &
1 Mo Modile: =
2 <Mo Module:

3 <Moo Module:

4 Mo Module:

5 <Moo Module: B

Anailable Modulez

0000-Genenc Module

1203-51 SCaAMport Comm. Module - Basic
1203-5m1 SCAMport Comm. Module - Enhanced
1394-5JT GMC Turbo Spstem

1746-BAS Bazic Module 5/02 Configuration
1746-BAS Bazic Module 500 5/01 Configuration

i@

£

Add J Remove I

¢ Back I Mest » | Cancel I Help




Mew Device - Summa

If the following zettings are correct click Finizh' to beain
uzing the new device,

Mame: Devicel #
Model; SLC 5405 Open i
ID: 192.168.2. 166

Connect Timeout: 3 Sec.
Reguest Timeout; 1000 ms
Fail after 3 attempts

Auto-Demotion: Disabled
Part Mumber: 2222

Protocal TCP/P
Reguest zize in bytes; 512

Cancel Help

| Gateway OPC Ser:

File Edit Miew Users Tools Help

DEHFMlOoE « sBEX &b

[# ¢2” Channel_0_User_Defined Taqg Mame ] Address Data Type Scan Rate ] Scaling Description

#-42 Chamnel_1 W Click to add & static tag, Tags are nok required, but are browsable by OPC dients.

&3 é? Channel_2

[+ %P Channel_3

[+ é? Channel_4

(= 4a? Charnel7000

< |

Date | Time User Mame | Source Event s
o 31132013 12:20:55 PM Defaul User Industrial Gateway OPC Server Starting Allen-Bradley Ethernet device driver,

o 3f13/2013 12:20:55 PM Defaulk User Allen-Bradley Ethernet Allen-Bradley Ethernet Device Driver Y4.50.66 - U

03p’13f2013 12:23:51 PM Defaulk User Industrial Gateway OPC Server Demo timer starked. (2 hours, O minutes, 0 seconds remaining.)

@ 3f13/2013 i Default User Allen-Bradley Ethernet Device 'Channel7000.Devicel' is not responding.

o 3f13/2013 Default User Industrial Gateway OPC Server Stopping Simulator device driver.

o 3f13f2013 Default User Industrial Gateway OPC Server Stopping Allen-Bradley Ethernet device driver.

o 3f13/2013 Default User Industrial Gateway OPC Server Closing project C:\Program FilesiIndustrial Gateway Serveriprojectssimdem
o 3f13/2013 Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

o 3f13/2013 Default User Industrial Gateway OPC Server Opening project CHiProgram FilesiIndustrial Gateway Serveriprojectsisimder
o 3M13/2013 Default User Industrial Gateway OPC Server Simulator device driver loaded successfully.

0 3M13f2013 Default User Industrial Gateway OPC Server Starting Simulator device driver,

ﬂ 3M13f2013 f Default User Simulator Simulator Device Driver ¥4,33.96 - U

0 3M13/2013 i Default User Industrial Gateway OPC Server Stopping Simulator device driver,

0 3M13/2013 1: Default User Industrial Gateway OPC Server Closing project €:\Program Files\Industrial Gateway Serveriprojectsisimdem
0 3M13/2013 A Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

0 3132013 1; Default User Industrial Gateway OPC Server (Opening project C:\Program FileshIndustrial Gateway Serverlprojects|simder
0 3132013 1; Drefault User Industrial Gateway OPC Server Simulator device driver loaded successfully,

o 3132013 1: Defaulk User Industrial Gateway OPC Server Starting Simulator device driver,

o 31312013 T3 Defaulk User Simulator Simulator Device Driver V4,33,96 - U

o 31312013 14 Defaul User Industrial Gateway OPC Server Allen-Bradley Ethernet device driver loaded successfully.

o 31312013 1: Defaul User Industrial Gateway OPC Server ControlLogix Ethernet device driver loaded successfully.

o 3f13f2013 1 Defaulk User Industrial Gateway OPC Server DF1 device driver loaded successfully.

o 3f13/2013 at Defaulk User Industrial Gateway OPC Server Starting Allen-Bradley Ethernet device driver.

o 3f13/2013 1:21:50 PM Default User Allen-Bradley Ethernet Allen-Bradley Ethernet Device Driver ¥4.50.66 - U v
£ -
Ready Clients: 0 |Active tags: 0 of 0




Tag Properties
General ] Scaling]

— |dentifization

3

Name: [Int?

Addiess: [N:0[10]

| =

Description; 1Integer file 7 10 words start at wordd

[ ata properties -

[rata type: ] Drefault LJ
Client access: ] ReadMwrite _VJ
Scanrate: (100 1 milizeconds
k. | Cancel ] Apply ] Help ]
Tag Properties E|
General ] Scaﬁng]
— |dentifization
= b
Marne: Q
i i M

Address: |FE0[5]

Description; iFIDating filed - 5 words start at wordd

D ata properties -

Data type: ] Float LJ
Client access: ] Read write __v__j
Scanrate: 100 < milliseconds

o |

Cancel Help




= Industrial Gateway OPC Server - [C:\Program Filestl

\projectsisimdemo.opi

File Edit Vew Users Tools Help

De @il oo o b BB &R

+ '{97 Channel_0_User_Defined Tag Mame Address Drata Type Scan Rate Scaling Description

427 Channel 1 i

* 4P Channel_2 word Integer File 7 10 words start at wordd
£ {? Channel_3

£ {a? Channel_¢

=1 Channel7000

m]] Devicel
<

Date | Time User Mame Source Event A
0 31302013 12:20:55 PM Default User Industrial Gateway OPC Server Starting Allen-Bradley Ethernet device driver,

o 3f13f2013 12:20:55 PM Default User Allen-Bradley Ethernet Allen-Bradley Ethernet Device Driver ¥4.50.66 - U

03;’13.!’2013 12:23:51 PM Default User Industrial Gateway OPC Server Demo timer started. (2 hours, O minutes, 0 seconds remaining.)

(D 3f13f2013 12:34:01 PM Default User Allen-Bradiey Ethernet Device 'Channel7000.Devicel' is not responding.

0 31302013 12:36:15 PM Default User Industrial Gateway OPC Server Stopping Simulator device driver,

o 3f13f2013 12:36:15 PM Default User Industrial Gateway OPC Server Stopping Allen-Bradley Ethernet device driver.

0 31302013 12:36:15PM Default User Industrial Gateway OPC Server Closing project Ci\Program FilestIndustrial Gateway Server\projectsisimdem
o 3f13f2013 12:58:52 PM Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

0 31302013 12:58:52 PM Default User Industrial Gateway OPC Server Opening project C:YProgram FilesiIndustrial Gateway Serveriprojectsisimder
o 3f13f2013 12:58:52 PM Default User Industrial Gateway OPC Server Simulator device driver loaded successfully,

0 31302013 12,58:52 PM Default User Industrial Gateway OPC Server Starting Simulator device driver,

o 3f13f2013 12:58:52 PM Default User Simulator Simulator Device Driver ¥4,33.96 - U

0 31302013 1:08:47 PM Default User Industrial Gateway OPC Server Stopping Simulator device driver,

o 3f13f2013 3 Default User Industrial Gateway OPC Server Closing project C:iProgram Files\Industrial Gateway Serveriprojectsisimdem
0 31302013 Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Started

o 3f13f2013 Default User Industrial Gateway OPC Server Opening project C:\Program FilesiIndustrial Gateway Serveriprojectsisimder
0 31302013 Default User Industrial Gateway OPC Server Simulator device driver loaded successfully,

o 3f13f2013 Default User Industrial Gateway OPC Server Starting Simulator device driver.

0 31302013 Default User Simulator Simulator Device Driver ¥4,33.96 - U

o 3f13f2013 Default User Industrial Gateway OPC Server Allen-Bradley Ethernet device driver loaded successfully.

0 31302013 Default User Industrial Gateway OPC Server ControlLogix Ethernet device driver loaded successfully,

o 3f13f2013 Default User Industrial Gateway OPC Server DF1 device driver loaded successfully,

0 31302013 Default User Industrial Gateway OPC Server Starting Allen-Bradley Ethernet device driver,

o 3f13f2013 Default User Allen-Bradley Ethernet Allen-Bradley Ethernet Device Driver ¥4.50.66 - U v
L >
Ready lients; 0 |Active tags: 0of O

Launch the OPC Quick Client.

File Edit View Users
D il
+ ;’ Channel_0_User_C
+ é? Channel|_1 Launch &
+-¢aP Channel_z Launch DCOM Canfiguration Integer file 7 10 words start at wordd
6P Channel_3
+ P Channel_4 Create Startup Shortcut
1 gaP Channel7000 Options...

l]m Devicel

<.

Date | Tirne: ‘ User Narme | Source | Event fa.:
311302013 12:20:55 PM Default User Industrial Gateway OPC Server Starting Allen-Eradley Ethernet: device driver,
1302013 12:20:55 PM Default User Allen-Gradley Ethernet Allen-Bradley Ethernet Device Driver W4,50,66 - U
3132013 12:23:51 PM Defaulk User Industrial Gateway OPC Server Dema timer skarted. (2 hours, 0 minutes, 0 seconds remaining.)
(Miaf13iz013 12:34:01 PM Defaulk User Allen-Bradley Ethernet Device 'Channel7000,Devicel' is not responding.
31302013 12:36:15 PM Defaulk User Industrial Gateway OPC Server Stopping Simulator device driver,
@ :i1302013 12:36:15 PM Defaulk User Industrial Gateway OPC Server Stopping Allen-Bradley Ethernet device driver.
03,1'13;’2013 12136115 PM Default User Industrial Gateway OPC Server Closing project Ci\Program Files\Industrial Gateway Serveriprojectsisimdem
03,1'13;’2013 12:58:52 PM Default User Industrial Gateway OPC Server Industrial Gateway OPC Server Starked
03,!’13;’2013 12:58:52 PM Default User Industrial Gateway OPC Server Opening project C:iProgram FilestIndustrial Gateway Serveriprojectsisimder
03,!’13;’2013 12:58:52 PM Default User Industrial Gateway OPC Server Simulator device driver loaded successFully,
0 3132013 12:58:52 PM Default User Industrial Gateway OPC Server Starting Simulator device driver.
0 3132013 12:58:52 PM Default User Simulatar Simulator Device Driver Y4, 33,96 - L
31302013 1:08:47 PM Default User Industrial Gateway OPC Server Stopping Simulator device driver,
31302013 1:08:47 PM Default User Industrial Gateway OPC Server Closing project C:YProgram Files\Industrial Gateway Server\projectsisimdem
31302013 1:09:08 PM Defaulk User Industrial Gateway OPC Server Industrial Gateway OPC Server Starked
3132013 1:09:08 PM Default User Industrial Gateway OPC Server Cpening project C:\Program FilestIndustrial Gateway Serveriprojectstsimder
3132013 1:09:08 PM Defaulk User Industrial Gateway OPC Server Simulator device driver loaded successFully,
/1302013 1:09:08 PM Defaulk User Industrial Gateway OPC Server Starting Sirulator device driver.
o 3132013 1:09:08 PM Defaulk User Simulakar Simulator Device Driver Y4,33.96 - U
03,1'13;’2013 1:11:06 PM Defaulk User Industrial Gateway OPC Server Allen-Bradley Ethernet device driver loaded successFully,
o 3132013 1:11:06 PM Default User Industrial Gateway OPC Server ControlLogix Ethernet device driver loaded successfully,
o 3M13fz013 1:11:06 PM Default User Industrial Gateway OPC Server DF1 device driver loaded successfully.
o 132013 1:21:50 PM Default User Industrial Gateway OPC Server Starting Alen-Eradley Ethernet device driver.
03)’13;’2013 1:21:50 PM Default User Allen-Gradley Ethernet Allen-Bradiey Ethernet Device Driver Ya,50.66 - U “
£ >

Clients: 0 Active tags: Oof 0




OPC Quick Client - Untitled
File Edit Wiew Tools Help
Dl e e & X
(23 Channel_z.Device_3 A [1temm [ Data Type | value Timestamp [ Qualty Lipdate Cour
{E2 channel_2.Device_3._System ZIChannel7000, _Statistics. _FailedReads DWord 0 13:26:20:438 Good 2
3 Channel 2. _System (TIChannel7000, _Statistics._Falledirites Dword O 13:26:20:438 Good 2
% C:a””e:—3'DBV!CE—" (@Channel7000, _Statistics,_Reset Bodlean O 13:26:20:438 Good 2
&EI Eha””el—j'Dse""te—4'—s"5tem € Channel7000, _Statistics._RxBytes DWord 2819 13:27:16:269 Good 505
@ Seibpia (EIChannel7000, _Statistics._SuccessfuResds  Diord 503 13:27:16:269 Good 505
= Channel_4lDevice_5 System T Channel7000. _Statistics. _Successfulwrites  Dii'ord 0 13:26:20:435 Good 2
& Channel_‘t.Davice_Ev._ T Channel7000. _Statistics. _TxBytes Dwtord 2119 13:27:16:269 Gond 505
(28 Channel_4.Device_6._System
‘Z4 Channel 7000._Statistics
[Z8 Channel7000._System
{28 Channel7000.Device1
{1 Channel7000.Devicel._System
%
< | > £
Date Time Event L’
o 3132013 1:26:20 PM Added 4 items to group 'Channel_1.Device_1".
1261 led group 'Channel_t.Device_2' to 'Tnkelution. InkelutionGateyay: erver’,
03,l'13f2013 12620 PM Added 'ch. 1_1.Device_2' ko 'Tntellution. IntellutionGat OPCS ¥
o 3132013 1:26:20 PM Added 5 items to group 'Channel_1.Device_2. _System',
03,|’13f2|]13 1:26:20 PM added 16 items to group ‘Channel_L.Device_2',
1261 fed group 'Channel 2. _System' to 'Intellution. IntellutionGateway erver’,
03.!'13,]'2013 Lize:iz0 PM Added 'ch. 1_2._System' to 'Tnkellution IntellutionGat OPCS Y
o 3132013 1:26:20 PM Added group 'Channel_2.Device_3._System' ta 'Intellution. IntellutionGatewayOPCServer',
1261 led 2 items to group 'Channel_2, _System',
03}'13,]'2013 1i26:20 PM Added 2 it < 'Ch 1_2, _System’
0 /132013 1:26:20 PM Added group 'Channel_2.Device_3' to 'Intellution. IntellutionGatewayOPC Server',
o 3132013 1:26:20 PM Added 5 items to group 'Channel_2.Device_3._System',
0 313/z013 1:26:20 PM Added 3 items to group 'Channel_2 Device_3'.
o 3132013 1:26:20 PM Added group ‘Channel _3. _System' ta 'Intellution. IntellutionGatewayOPCServer',
o 3132013 1:26:20 PM Added group ‘Channel _3.Device_4._System' ta 'Intellution, IntellutionGatewayOPCServer',
03,!’134‘2013 1:26:20 PM Added 2 items to group 'Channel_3._System'.
o 3132013 1:26:20 PM Added group ‘Channel _3.Device_4' to 'Tntellution. IntellutionGatewsyOPCServer',
0 3132013 1:26:20 PM Added 5 items to group 'Channel_3 Device_4._System', 3
7 S— e - S—— .
Ready \Itern Count: 159

OPC Quick Client - Untitled *

Ready

File Edit Wiew Tools Help
D e & X
(23 Channel_2 Devics_3 # | | Item ID | Diata Ty’peJ Value Timestamp | Quiality | Update Cour
(£ Charnel_2.Device_3._System @ Channel7000. _System._availableNetwork...  String DefaulNVIDIA. .. 13:26:20:438 Good 2
(3 charnel_3._System € Channel7000, _System. _Enableliagnostics  Eoolean 1 13:26:20:438 Goad 2
(3 Channel_3.Device_+ ) Channel 7000, _System, _Metworkadapter Skring Default 13:26:20:438 Goad 2
(&8 Channel 3.Device 4. System |y ooelzon, system, WrkeOptimzation.., Long 10 13:26:20:438 Good 2
(B3 Channel_4._System
(£ Channel_4.Device_5
(B9 Channel_4.Device_5._System
(E3 Charnel_4 Device_6
(E3 Charnel_4 Device_6._System
{23 Charnel7O00. _Statistics
=
[E3 Channel7000.Device1
[EQ Channel7000.Devicel,_Systerm
v.
<l ¥ <
Date Time Event %
0 3132013 1:26:20 FM Added 4 ikems to group 'Channel_1.Device_1',
o 3/13J2013 1:26:20 PM Added group 'Channel_1.Device_z' to ‘Intellution. IntellutionGatewayOPCServer'.
€ :13/2013 1:26:20 PM Added 5 iterns to group 'Channel_1 .Device_2. _Swstem'.
132013 1:26:20 PM Added 16 items to group 'Channel_1 .Device_2"
0 3j13/2013 1:26:20 PM Added group 'Channel _2._System' to 'Intellution IntellutionGatewayOPCServer',
0 3/13]2013 1:26:20 FM Added group 'Channel_2.Device_3._System' to 'Intellution. IntellutionGatewayOPCServer',
o 3/13/2013 1:26:20 PM Added 2 items to group 'Channel_2._System'.
31302013 1:26:20 PM Added group 'Channel _2.Device_3' to 'Intellution. IntellutionGateway OPCServer'.
& :13/2013 1:26:20 PM Added 5 items to group 'Channel_2.Device_3._System',
0 3j13/2013 1:26:20 PM Added 3 items to group 'Channel_2.Device_3'
0 3132013 1:26:20 PM Added group 'Channel_3._Svstem’ to 'Intellution, IntelutionGatewavOPCServer ',
o 3/13/2013 1:26:20 PM Added group 'Channel _3.Device_4._System' to 'Intellution. IntellutionGatewayOPCServer'.
€ :13/2013 1:26:20 PM Added 2 items to group 'Channel_3._System'.
& :13/2013 1:26:20 PM Added group 'Channel _3.Device_4' to 'Intellution. IntelutionGateway OPCServer',
0 31302013 1:26:20 PM Added 5 items to group 'Channel_3.Device_4. _System', %
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\Item Count: 159




OPC Quick Client - Untitled *

File Edt Yew Taools Help
DM wsaea $ BERX
[E5] Channel_2.Device_3 A | Item ID Data Type 1 Valug ] Timestamp | Qualit: ] Updats
(0 Charnel_2.Device_3._System Channel7000.Devicel FLS Float Ar... [ 2.0971SE+006, 0,0, 0, 0] 13:26:20:579 Good 1
(3 Charmel_3._system @) Channel7000 Device1. Int7 wiord .. [18,36,54,0,0,0,0,0,0,0]  13:26:20:688 Good 1
(£ Channel_3.Device_4
(B channel_3.Device_4._System
(£ charnel_4._Svstem
(£ charnel_4.Device_5
(B3 channel_4.Device_5._System
(B3 channel_4.Device_6
(B3] Channel_4.Device_6._System
[Z8 Channel7000. _Statistics
(£9 Chanmel7000,_System
3 Channel7000.Devicel
(E3 Channel7000.Devicel . _System
¥
5/ i &
Date Time: Event i
132013 1:26:20 PM Added 4 items ko group 'Channel_L .Device_1"
0 31302013 1:26:20 PM Added group 'Channel_1.Device_2' to 'Intellution. IntellutionGatewayOPCServer',
0 31312013 1:26:20 PM Added 5 items to group 'Channel_L.Device_Z._System’,
o 3/13/2013 1:26:20 PM Added 16 items to group 'Channel_1.Device_2",
€ :13/2013 1:26:20 PM Added group 'Channel_2._Swstem' to 'Intellution. IntelutionGatewayOPCServer'.
& :13/2013 1:26:20 PM Added group 'Channel_2.Device_3._System' to 'Intellution. IntellutionGatewayOPCServer',
0 31302013 1:26:20 PM Added 2 items ko group ‘Channel_2._System'.
0 /1312013 1:26:20 PM Added group 'Channel_Z,Device_3' to 'Intellution. IntellutionGatewayOPCServer',
0 3/13J2013 1:26:20 PM Added 5 items to group 'Channel_2.Device_3. _System’,
€ :13/2013 1:26:20 PM Added 3 items ko group Channel_2.Device_3" L
1302013 1:26:20 PM Added group 'Channel_3. _System' to 'Intellution. IntelutionGatewayOPCServer',
O :13i2013 1:26:20 PM Added group 'Channel_3.Device_4._System' to 'Intellution. IntelutionGatewayOPCServer',
0 31302013 1:26:20 PM Added 2 items ko group ‘Channel_3._System',
0 3/13J2013 1:26:20 PM Added group 'Channel_3.Device_4' to 'Intellution. IntellutionGatewayOPCServer',
o 3/13/2013 1:26:20 PM Added 5 items ta group 'Channel_3.Device_4. _System’, ;
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